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meas protocol
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meas. no.
meas. date
operator

meas. conditions
ambient temperature
voltage

current

power consumption
Leistungsfaktor

meas. lamps

absolute measurement
luminous efficcay

dimensions of luminaire
length
width
height

dimensions of luminous area
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height C270

reflector
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25.0 °C
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0.947

12313.6
64

340
310
110

220
270
60
60
60
60

lum. flux [Im]

Im
Im/w

mm
mm
mm

mm
mm
mm
mm
mm
mm

measurement results
flux of luminaire
classification / DIN
lower flux fraction
upper flux fraction
intensity maximum

in C-plane

at gamma

half value angle

tenth value angle

remarks

12313.6 Im

A50
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0.00 %

6351.1 cd
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25 °
48.9 °
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intensity distribution /polar
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cone diagram
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distance [m] cone diameter [m] E [IX]
E(0°) 6270
1.0 229 E(CO0) 48.9° 2067
E(0°) 1568
2.0 4.59 E(CO) 48.9° 517
E(0°) 697
3.0 6.88 E(CO) 48.9° 230
E(0°) 392
4.0 9.17 E(CO) 48.9° 129
E(0°) 251
5.0 11.46 E(CO0) 48.9° 83

half value angle 97.8°
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intensity distribution /cartesian
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isolux-diagram M 1: ...
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intensity table 1/2
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gamma/° CO|] C15] C30] C45] C60] C75] C90] C105] C120] C135] C150] C165] C180] C195] C210] C225] C240] C255
0.0 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2] 509.2[ 509.2] 509.2] 509.2] 509.2
25 507.3| 507.4| 507.1|] 506.3] 505.4| 504.0/ 503.1| 504.0/ 505.4| 506.3] 507.1] 507.4| 507.3] 5085 510.6/ 5115 510.8) 508.5
5.0 505.8| 504.9] 504.1] 502.4| 500.2| 498.2] 499.2| 498.2] 500.2| 502.4) 504.1] 5049 505.8 5055 505.00 504.1 504.8) 504.9
75 504.6| 504.2| 502.4| 499.0/ 494.6| 48809 489.7| 488.9] 494.6] 499.0/ 502.4| 504.2] 504.6/ 5039 501.2 497.0 4934 4944
10.0 503.3] 502.3] 498.6| 492.1| 484.6| 478.4| 476.9| 478.4| 4846 4921 498.6] 5023 503.3] 501.4| 495.7| 4885 4819 480.0
125 500.8] 499.1| 492.9] 482.9| 473.6| 466.8] 463.9| 466.8] 4736 4829 4929 499.1] 500.8 498.0 488.9] 4785 469.3] 464.3
15.0 494.7| 4931 4842 472.2| 462.6| 455.1| 450.4| 4551 462.6] 472.2| 484.2] 493.1] 4947 4914 480.1 468.4| 456.1 4494
175 487.3| 484.3| 473.1| 461.4| 450.4| 439.7| 434.7| 439.7| 450.4| 461.4| 473.1| 484.3| 487.3| 481.9 469.8 456.00 4422 4340
20.0 476.2| 472.3]| 459.9| 4487 436.0] 425.2| 417.1] 425.2| 436.0] 448.7| 459.9] 472.3| 476.2 469.7| 4559 441.3] 4283 4186
225 463.1| 457.1| 4453| 434.0| 421.2| 410.1| 402.6] 410.1| 421.2] 434.0 4453 457.1] 463.1| 453.8) 4405 426.3] 413.2] 404.5
25.0 446.3| 439.4| 4288| 417.4]| 406.0] 394.1| 387.4] 394.1| 406.0] 417.4| 428.8] 439.4| 446.3) 4357 4229 409.8) 400.1] 390.0
275 425.8| 4183| 409.8] 399.2| 388.9] 3782 373.0] 3782 3889 399.2| 409.8 418.3] 4258 416.1] 4023 393.8) 385.6] 3744
30.0 4059 3959 3885 380.0] 371.7| 361.9] 356.0] 3619 371.7| 380.0/ 3885 3959 4059 393.3( 3809 3765 3681 357.7
325 3855 374.2| 367.8] 3615 355.0/ 347.0/ 3445 347.0/ 355.0 3615 367.8/ 374.2] 3855 3723 359.1] 356.9 351.0 3424
35.0 364.0] 354.9] 3455 340.6| 3385 334.8| 3329 3348 3385 340.6] 3455 354.9] 3640 349.3 339.00 337.2] 334.3] 327.
375 3453| 336.2] 325.6| 320.8] 322.8] 3225 3238/ 3225 3228 320.8] 325.6/ 336.2 3453 3312 3188 317.3] 3183 314.1
40.0 3255/ 3184 307.0/ 301.8] 307.4| 3095/ 309.9] 3095 307.4] 301.8] 307.0/ 318.4| 3255 311.8( 300.9 2975/ 301.2 300.2
42.5 306.8) 298.6] 288.4| 283.9| 292.1| 296.4| 295.3] 296.4] 292.1| 283.9] 2884 298.6] 306.8] 293.2( 2841 2799 284.2] 278.1
45.0 2855 279.2| 270.8] 266.5| 2759| 277.1| 271.6| 277.1] 2759 266.5] 270.8] 279.2[ 2855 2746 267.3] 263.3] 2657 2408
47.5 266.2| 259.7| 251.5| 250.8| 257.4| 242.3| 230.7| 242.3| 257.4] 250.8)] 251.5| 259.7| 266.2] 256.00 248.4| 2463 230.3] 2034
50.0 2442 2410 233.6] 2350/ 226.4| 199.6/ 1859 199.6] 226.4| 235.0 233.6] 241.0( 2442 237.6] 230.1] 229.2] 1904 164.1
525 209.9] 2115 215.0|] 216.9| 184.1| 155.9] 1456| 155.9] 184.1] 216.9] 215.0 2115 209.9 209.6| 212.6] 2015 152.4| 129.2
55.0 166.4| 170.6] 191.0| 189.5| 1419 119.4| 111.6/ 119.4/ 141.9] 1895 191.0f 170.6/ 166.4 169.6] 186.2 162.7| 116.2] 109.3
57.5 125.4| 128.0/ 153.9| 150.1| 103.8 98.9 98.2 98.9] 103.8/ 150.1| 153.9] 128.0 1254 126.4] 146.7] 1252 93.8 96.2
60.0 95.2 95.8/ 112.2| 1085 83.4 86.5 86.4 86.5 83.4| 1085 1122 95.8 95.2 93.3] 104.1 89.8 82.3 84.1]
62.5 80.5 79.2 81.1 69.3 71.9 73.8 76.1 73.8 71.9 69.3 81.1 79.2 80.5 78.1 70.7 62.8 71.1 72.8
65.0 67.1 66.8 60.1 45.4 60.5 63.7 66.3 63.7 60.5 45.4 60.1 66.8 67.1 65.7 52.4 43.1 60.2 63.0
67.5 54.7 55.2 42.1 31.3 49.5 55.0 56.0 55.0 49.5 31.3 42.1 55.2 54.7 54.1 36.2 30.2 48.3 51.8
70.0 42.3 42.4 27.3 23.9 345 35.1 32.2 35.1 345 23.9 27.3 42.4 423 40.0 24.8 235 31.8 25.7
72.5 14.7 22.6 19.0 18.3 15.4 13.6 13.4 13.6 15.4 18.3 19.0 22.6 14.7 18.5 17.8 17.4 11.8 10.0
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intensity table 2/2
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gamma/°| C270| C285| C300| C315| C330| C345
0.0 509.2| 509.2| 509.2| 509.2| 509.2| 509.2
25 507.1) 508.5| 510.8/ 5115 510.6| 5085
5.0 502.2| 504.9| 504.8/ 504.1] 505.0/ 5055
75 491.8| 494.4| 493.4| 497.0| 501.2| 503.9
10.0 478.7| 480.0/ 481.9| 4885| 4957 5014
12.5 464.7| 464.3| 469.3| 4785 4889 498.0
15.0 4485| 449.4| 456.1| 468.4| 480.1 4914
17.5 432.8| 434.0f 442.2| 456.0/ 469.8) 4819
20.0 418.3| 418.6| 428.3| 441.3| 4559 469.7
22.5 402.4| 404.5| 413.2| 426.3| 4405 45338
25.0 386.6| 390.0/ 400.1| 409.8] 4229| 4357
27.5 368.9| 374.4| 385.6| 393.8] 4023 416.1
30.0 353.2| 357.7| 368.1| 376.5| 380.9| 393.3
32.5 338.6| 3424 351.0/ 356.9| 359.1| 3723
35.0 326.4| 327.7| 3343 337.2| 339.0/ 3493
37.5 313.0f 314.1| 318.3 317.3| 3188 3312
40.0 301.2| 300.2| 301.2 2975/ 300.9| 3118
42.5 276.6| 278.1| 284.2| 279.9| 2841 2932
45.0 239.8| 240.8| 265.7| 263.3| 267.3] 274.6
47.5 199.1) 203.5| 230.3| 246.3] 2484 256.0
50.0 160.6| 164.1| 190.4| 229.2| 230.1| 2376
52.5 126.2| 129.2| 152.4| 201.5| 212.6| 209.6
55.0 108.3| 109.3| 116.2| 162.7| 186.2| 169.6
57.5 95.7 96.2 93.8| 125.2| 146.7| 126.4
60.0 84.3 84.1 82.3 89.8| 104.1 93.3
62.5 74.0 72.8 711 62.8 70.7 78.1
65.0 64.6 63.0 60.2 43.1 52.4 65.7
67.5 51.8 51.8 48.3 30.2 36.2 54.1
70.0 175 25.7 31.8 23.5 24.8 40.0
72.5 10.9 10.0 11.8 17.4 17.8 18.5
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floor illuminance
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